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% NOTES :

- This plan is intended to be used as a revision to

o e W L P and in supplement with the plans prepared for the
e / 75 " -

\:@:/ + /Y COVDYITS Woodcrest Estates Development.
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. _ R N 0 //’ 2. All existing grade elevations are to be wverified
g . by:the ‘contractor. .

\J 80" I-BEAM
R - 716" C7o C BOLTS / 0 IV T/ 3. 0T £ hol to be adjusted t ly with
U & 7o Z5° MT FITTING EX/ISTING WET WELL . ops of manholes are to be adjuste o comply wi

. the finished grade elevations.

—
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4. The location of the structures within the easement
area is to be verified by the contractor. The
contractor will be responsible for construction
staking the easement area.

EXISTING

}5, All construction is to be done in accordance with
A.P.W.A. standards; and "Criteria For Sewage Works
Design", State of Washington D.O.E.
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location map

notes:

1. Work shall be done in accordance with the A.P.W.A. Standard
Specifications (1977 Edition).

2. The location of existing underground utilities, as shown on the
plans, are approximate only, and the contractor shall be responsible
for determining their exact location. The contractor shall be
responsible for any breakage of utilities or services resulting
from his operations, and shall hold the City and its agents harmless
from any claims resulting from disruption of or damage to same.

3. Pire bedding shall be used as needed to obtain proper leveling of
the sewer line.
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175 w-120V MERC VAP LIGHT ALARM LIGHT

AUTOMATIC TRANSFER SWITCH
NEMA |2 ENC.
\\Zé'r
' 3
EXISTING POWER J0KW - 240V -39 - 4 wime 3-12 ASB001518
PANEL &~ ~ METE
| / PRO PANE STANDBY GENERATOR Z “« vy
EXISTING powen | — NEW FOWER CABLES WITH t00 amp- 3P mamm. ;c% 4-*4 | 4-%2 ~
CABLE \B/*‘/ V EXISTING POWER CpaLe BREAKER L ‘ 4 A4
X . . s - — .
g C - # AT TERY CHARG =
K 2-#2— g—q-# 4
l CONCRETE pPap _
R ' 8% Twickness ,— PuMP CoNTRoL PANEL
N ‘ . S IN LIFT STATION

EMERGENCY
QENERATOR

Tl SERVICE AND EQUIPMENT DIAGRAM

CHRINLINK FENCE
(A) —/20v BRANCH CIRCcuITS
\ 30 AMP ENGINE MHERTER - 2000\
oLo LIET 87A. 20 AMP RATTERY CHARGER — 500 W
‘ 20 AP DUFLEX REC - 540 wW
20 AMP CYARD LIGHT - 175 W

20 AMP  SPARE
20 AMP. SPRRE
2o AMP SPPRE

%" J BoLT (TYP)
(sce wvoTe o)

DoOUBLE ST.RENQ?’H, :

SCH 80 &eAck IR
PIPE --4&&'67‘5‘/
s [ FooT ﬁé‘co,w

119 GAL,
M LIQUID FPROPAWN 2
(P L TANK — 24'% 68"

257

NOTES

. (r«ew LIFT

STATION -~ [1] Onan Generator Model- EX-15R to be provided by the City

-~ of Bothell. Contractor shall remove thé generator from
lower City Hall before January 8, 1982.

[2] 119 gallon liquid propane tank,; and required piping to
be supplied and installed cemplete by the contractor.
The tank shall be mounted on concrete block supports.

_ . {31 All electrical work shall conform to the National
- Electrical Code (NEC), latest edition.

[4] Fencing around the 1ift station shall be type 6, 6' high
fencing with 11 gauge galvanized wire with an outward
angled 3 strand barbed wire topper, construction per
APWA standards.

[5] All equipment enclosures, inciuding the 1ift station, LP

L-— \ - tank, generator, ‘and electrical enclosures shall be
. —— ot e *_J equlpped with a padlocklﬂg hasp and staple.
4
‘ 35 :

LIFT STA. #3 EMERG. GEN.
[6] Location of 1/2" J-bolts to be

verified by contractor to match DESIGN *
the generator. '
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